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SECTION 1 EXECUTIVE SUMMARY

The Town of Middlebury believes that groundwater infiltration and/or stormwater inflow contribute
significant volumes of extraneous water to the sanitary sewer collection system during wet weather
periods. The Town retained Aldrich + Elliott, PC to prepare a Sewer System Evaluation Study (SSES)
to determine the location and magnitude of infiltration/inflow in the wastewater collection system. The
purpose of the SSES is to identify those areas within the wastewater collection system that appear to
be accepting excessive infiltration and/or inflow (I/1), estimate the volume of infiltration and inflow and
make recommendations for further evaluation.

In 2010 the Town completed an upgrade to the Main Pump Station which added an expanded wet
well and grit removal facilities to reduce overflows at the station to be in compliance with the State of
Vermont CSO Control Policy and to reduce the amount of grit accumulating in the forcemain. The
pumps were originally designed to discharge up to 6.2 mgd with two (2) pumps running. The
operators indicated that the 6.2 mgd was achieved during the first few years of operations, but a
steady decrease was observed after. The accumulation of grit in the forcemain before the grit removal
facilities were installed is the likely cause.

The Town also has concerns about the physical condition of the manholes and sewerline for the
Exchange Street trunk sewer that runs between Seymour Street and the Cabot plant mostly along the
railroad tracks. Manhole inspections were performed for the manholes along the Exchange Street

“truck sewer to assess the physical condition of the manholes, sewerline and make recommendations
for further evaluation or rehabilitation.

Besides the Main Pump Station, the Town owns, operates and maintains eighteen (18) other
wastewater pump stations. The flow data and meter readings for each of these pump stations were
evaluated to assess the dry weather base flows and wet weather contribution for each individual
service area based on the pump station flows. The magnitude of the I/l based on the wastewater
pumping was evaluated for each pump station service area. There were four (4) pump station service
areas identified with excessive I/l that were recommended for night-time flow gauging:

e High School Pump Station (PS #1)
e Seminary Pump Station (PS #6)

o Weybridge Pump Station (PS #9)
e Halladay Pump Station (PS #12)

Night-time flow gauging was initially scheduled to be conducted during the spring and fall of 2012.
Due to low snowfall in the winter of 2011/2012, an extremely dry spring of 2012, with seasonally low
precipitation totals and exceptionally low seasonal high groundwater, the night-time flow gauging was
pushed back until 2013. The night-time flow gauging was performed in the spring of 2013 to insure
that flow measurement was performed during periods of high groundwater flows.

The first night of night-time flow gauging was conducted on April 11, 2013. Flow was measured in
twenty two (22) manholes. The second night of flow gauging was conducted on May 1, 2013. Flow
was measured in twelve (12) manholes. For new construction, an infiltration allowance of 300
gal/day/in-mile is assumed. Any unit flow greater than 1,500 gal/day/in-mile is considered excessive
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for this study. Twenty two (23) pipe segments totaling 15,093 lineal feet were deemed to have an
excessive amount of infiltration and are summarized in Table 1.1.

Table 1.1

Areas Recommended for Phase II- Sewer System Evaluation Summary of Areas with
Excessive Infiltration

Pipe
Priority Service Areas/ Length
Ranking Street Segment Location (feet)
1 PS#9- Weybridge St 09-013/09-015 400
2 PS#1 —~ Woodland Park 0701 /0092 360
3 PS#9- Cross Country 09-003 / 09-001W 635
4 PS#1- Monroe St. CC 0693 / 0690 590
5 PS#12- Middle Rd S 12-001 / Unmarked #1 650
6 PS#6- Seminary St. Ext. CC 06-021 / 06-028 1,326
7 PSi#6- Washington St. 06-040 / 06-039 117
8 PS#1- Buttolph Dr. 0659/ 0701 330
9 PS#6- Seminary St. Ext. 06-014 / 06-021 85
10 PS#1- HS Area 0682 / 0681 385
11 PS#6- Colonial Drive S. 06-046 / 06-052 415
12 PS#12- RT 7/Cady Rd. Unnumbered / 12-008 500
13 PS#1- HS Area 0682/ 0673 835
14 PS#1- Charles Ave 0673 /0677 960
15 PS#12- RT 7/Foote St 12-005 / 12-006 170
16 PS#1 — Buttolph Drive 0655 / 0659 230
17 PS#12- RT 7/Middle Rd. 12-004 / 12-005 90
18 PS#6- Colonial Drive 06-039 / 06-051 830
19 PS#12- Middle Rd S Unmarked #3 / End of US 7 2,520
20 PS#1 — Woodland Park 0701 /0095 890
21 PS#6- Peterson Terr. 06-028 / 06-029 540
22 PS#6- Seminary St. Ext. 06-014 / 06-024 1,600
23 PS#9- Weybridge St 09-011 / 09-022 635
Totals 15,093

These 23 segments are recommended for a Phase |l Sewer System evaluation study consisting of
manhole inspections and sewerline flushing/TV inspections. The light flushing and TV inspection
typically costs approximately $2.00 per linear foot of pipeline which would make the total cost of
flushing and TV inspection approximately $40,000.

Fourteen (14) manhole structures along the Exchange Street trunk sewer were inspected on
December 20, 2013. The deficiencies of these manholes included:

Significant bacterial slime growth on the walls.
Minor deterioration and spalling of concrete walls.
Root growth on walls,

Infiltration in some manholes.
S —
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¢ Slip lined pipe penetrating too far into the manhole causing flow restrictions.
Recommendations for manhole rehabilitation are included in the report.

Pump capacity testing at the Main Pumping Station indicates that the existing flow meter is reading
approximately 14% low. Even with the flow meter error, the existing pumps are pumping
approximately 5.1 mgd instead of the original 6.2 mgd. Based on measuring system pressure and
calculating the C factor based on calculated forcemain head loss, it is likely that the low pumping rate
and higher system pressure is the result of grit accumulated in the forcemain.

Standard poly pigging operations were evaluated for pigging the forcemain and determined to be not
viable because of the likelihood of the pig getting stuck. These conditions include:

. No pig insertion or retrieval stations.

. Two (2) 90° bends at the WWTF.

. Two (2) wyes in the forcemain with straight runs against closed valves.

. Change in pipe size from 16” to 18”".

. Volume of fluid needed for pigging vs. the volume of wet well storage available before
overflow.

A review and pricing for ice pigging of the forcemain was performed. lce pigging is an
innovative/alternative method of pigging forcemains. Ice pigging combines the operational
advantages of flushing with the cleaning impact of soft pigging. The ice pig is a semi-solid that is
pumped like a liquid and flows through changes in diameter, bends and fittings without blockage. Ice
pigging has a minimum impact on operations. The ice pig is simply pumped into the system and either
melts in the pipe or is recovered at the WWTF without excavation.

The cost of ice pigging the forcemain is a total of $108,000 or a unit price cost of $36,000 for the 1°
three (3) days and $12,000 per day if operations are conducted or $6,000 per day if cancelled early.

Town of Middlebury Sewer System Evaluation Study- Phase 1 1-3
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SECTION 2 INTRODUCTION

21 BACKGROUND

The Town of Middlebury is located in Addison County in the central western portion of Vermont as
shown on Figure No. 1 (Location Plan). Under the Phase | sewer system investigation, pump station
flow evaluations, manhole inspections and night-time flow gauging were performed. Figures are
provided in Appendix A showing the areas that were investigated and inspected.

The Town maintains a wastewater collection system as shown on Figure No. 2 (Wastewater
Collection System Map). There are thirty four (34) pump stations within the collection system of which
eighteen are owned and maintained by the Town. Ultimately, the majority of the wastewater flow is
conveyed to the Main Pump Station located at the end of Lucius Shaw Lane. This pump station
conveys the wastewater through a forcemain to the wastewater treatment facility (WWTF) located at
the end of Industrial Avenue for treatment prior to discharge to the Otter Creek River.

The age of various collection systems range from relatively new to very old. Earlier systems were not
necessarily designed to keep infiltration from entering the collection system.

In 2010 the Town completed an upgrade to the Main Pump Station which added an expanded wet
well and grit removal facilities to reduce overflows at the station to be in compliance with the State of
Vermont CSO Control Policy and to reduce the amount of grit accumulating in the forcemain. The
pumps were originally designed to discharge up to 6.2 mgd with two (2) pumps running. The
operators indicated that the 6.2 mgd was achieved during the first few years of operations, but a
steady decrease was observed after. The accumulation of grit in the forcemain before the grit removal
facilities were installed is the likely cause.

The Town of Middlebury believes that groundwater infiltration and/or stormwater inflow contribute
significant volumes of extraneous water to the sanitary sewer collection system during wet weather
periods. The Town retained Aldrich + Elliott, PC to prepare a Sewer System Evaluation Study (SSES)
to determine the location and magnitude of infiltration/inflow in the wastewater collection system.

There have been overflows at Pump Station No. 9 which do not meet the State of Vermont CSO
Control Policy.

The Town also has concerns about the physical condition of the manholes and sewerline for the
Exchange Street trunk sewer that runs between Seymour Street and the Cabot plant mostly along the
railroad tracks.

22 PURPOSE

The purpose of the SSES is to identify those areas within the wastewater collection system that
appear to be accepting excessive infiltration and/or inflow, estimate the volume of infiltration and
inflow and make recommendations for further evaluation. Continuous flow metering within the Pump
Station No. 9 collection system was performed to identify areas of inflow and make recommendations
for further evaluation. Manhole inspections were performed for the manholes along the Exchange

S —
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Street truck sewer to assess the physical condition of the manholes, sewerline and make
recommendations for further evaluation or rehabilitation.

23 SCOPE OF SERVICES

The scope of this project is to present the findings of the SSES and to make recommendations for
further evaluation and includes the following:

e Review of existing data and records

* Review of pump station pump run times to prioritize each pump station for I/l analysis.
e Manhole inspections to identify locations for night-time flow gauging.

e Two (2) nights of night-time flow gauging to determine areas of excessive infiltration
* Analysis of flow gauging results and prioritizing areas of excessive infiltration

e Identify areas for further evaluation.

e One (1) day of manhole inspections for the Exchange Street trunk sewer.

e Flow capacity testing at the Main Pump Station.

e Evaluate alternatives for regaining capacity at the Main Pumping Station.

e Recommendations

e Conduct project review meetings

¢ Report

P~
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SECTION 3 PUMP STATION FLOW EVALUATION
3.1 GENERAL

Besides the Main Pump Station, the Town owns, operates and maintains eighteen (18) other
wastewater pump stations. The flow data and meter readings for each of these pump stations were
evaluated to assess the dry weather base flows and wet weather contribution for each individual
service area based on the pump station flows. Pump hour meter data for pump stations are
summarized for the period of January 1, 2009 to December 31, 2011. Graphs of the estimated
flows for each pump station using the pump run times are provided in Appendix B.

The wet weather flow periods for each pump station were compared to the dry weather flow periods
to estimate the extent of the annual infiltration/inflow contribution for each service area. The
magnitude of the I/l based on the wastewater pumping was evaluated for each pump station service
area. Pump station service areas identified with excessive 1/l were recommended for night-time flow
gauging. The remaining pump station service areas were eliminated from further evaluation.

3.2 HIGH SCHOOL PUMP STATION (PS #1)

The flow data shows that the High School service area does exhibit substantial infiltration/inflow.
The flow through the High School Pump Station averaged approximately 30,000 gallons per day
during the summer and winter months of 2009 thru 2011, or yearly baseline as depicted on the
graphs in Appendix B. During the spring months, the average flow was approximately 45,000 gpd.
The data shows that there is a 50% increase in the spring wet weather flow over the dry weather
flow.

Because the sewer service area showed substantial infiltration/inflow, it was evaluated further.
3.3 MIDDLEBURY COMMONS PUMP STATION (PS #2)

The flow data shows that the Middlebury Commons Pump Station service area exhibits minimal
infiltration/inflow. Flows during the dry weather periods average approximately 4,300 gpd. During
wet weather periods flow increase to approximately 5,100 gpd.

Because the sewer service area does not show any substantial infiltration, it was eliminated from
further evaluation.

3.4 WEYBRIDGE PUMP STATION (PS #3)

The flow data shows that the Weybridge Pump Station No. 3 service area exhibits significant
infiltration/inflow during wet weather periods. The flow through the Weybridge Pump Station
averaged 210,000 gpd during dry weather periods from 2009 to 2011. During wet weather periods,
flow increased by approximately 70,000 to 120,000 gpd to a total of approximately 280,000 gpd to
330,000 gpd. On average wet weather flows increase approximately 33% over the dry weather
flows.

- __ . ____________________]
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Even though this service exhibits significant infiltration, the Town did not want to evaluate this
service area further because it is actively undertaking sewer system rehabilitation projects in this
area.

3.5 FROG HOLLOW PUMP STATION (PS #4)

The flow data shows that the Frog Hollow Pump Station service area exhibits minimal
infiltration/inflow. The baseline flow through the Frog Hollow Pump Station during dry weather flows
is approximately 20,000 gpd. The flow through the Frog Hollow Pump Station during wet weather
flow periods averaged approximately 27,000 gpd.

The actual total infiltration increase per day is negligible in comparison with other pump stations and
did not warrant further investigation at this time.

3.6 ROUTE 125 PUMP STATION (PS #5)

The flow data shows that the Route 125 Pump Station service area exhibits moderate
infiltration/inflow during wet weather periods. The average flow during dry weather periods is
approximately 4,500 gpd. In contrast, the wet weather flows averaged approximately 10,600 gpd.

The actual total infiltration increase per day is negligible in comparison with other pump stations and
did not warrant further investigation at this time.

3.7 SEMINARY PUMP STATION (PS #6)

The flow data shows that the Seminary Pump Station service area exhibits substantial
infiltration/inflow. The flow during dry weather periods averaged approximately 26,000 gpd. The
flows experienced during wet weather periods in the spring at the Seminary Pump Station averaged
approximately 43,000 gpd. The 17,000 gpd increase during wet weather periods is approximately
65% greater than dry weather periods.

Because the sewer service area showed substantial infiltration/inflow, it was evaluated further.
3.8 ROGERS PUMP STATION (PS #7)

The flow data shows that the Rogers Pump Station service area exhibits substantial
infiltration/inflow. The data shows that approximately 75,000 gpd passed through the Rogers Pump
Station during dry weather periods from 2009 to 2011. During wet weather flows in that same time
frame, the Rogers Pump Station experienced increases of flows from 35,000 to 140,000 gpd. The
140,000 gpd difference between dry and wet weather flow periods was experienced in 2011.

The Halliday Pump Station pumps through to the Rogers Pump Station. Since the higher I/ flows at

this station are attributed to the Halliday Pump Station, this service area did not warrant further
investigation at this time.

o
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3.9 SEYMOUR PUMP STATION (PS #8)

The flow data shows that the Seymour Pump Station experienced minor infiltration/inflow during the
2009 to 2011 time period. The dry weather flow is approximately 2,200 gpd. During wet weather
periods, the flow increase to an average of approximately 3,100 gpd.

The actual total infiltration increase per day is negligible in comparison with other pump stations and
did not warrant further investigation.

3.10 WEYBRIDGE PUMP STATION (PS #9)

The flow data shows that the Weybridge Pump Station service area exhibits substantial
infiltration/inflow. The average dry weather flow for 2009 to 2011 is approximately 37,000 gpd. In
comparison, the wet weather flows during the same time periods increased by approximately
35,000 gpd to a total of 72,000 gpd. The average increase of wet weather flow to dry weather flow
is approximately 95%.

Because the sewer service area showed substantial infiltration/inflow and has a history of
overflows, it was evaluated further.

3.11 GREEN MOUNTAIN PUMP STATION (PS #10)

The flow data shows that the Green Mountain Pump Station service area exhibits minimal
infiltration/inflow. The dry weather flows in 2009 thru 2011 ranged from approximate 2,000 to 3,250
gpd. The wet weather flows ranged from approximately 6,000 to 8,000 gpd.

The actual total flow infiltration increase per day is negligible in comparison with other pump
stations and did not warrant further investigation.

3.12 BAKERY PUMP STATION (PS #11)

The flow data shows that the Bakery Pump Station service area exhibits minimal infiltration/inflow.
The data shows that approximately 6,000 gpd passed through the Bakery Pump Station during dry
weather flow periods. In contrast, the flow through the pump station increased to approximately
7,500 gpd during wet weather periods.

Because the sewer service area did not show any substantial infiltration/inflow, it was eliminated
from further evaluation.

3.13 HALLADAY PUMP STATION (PS #12)

The flow data show that the Halladay Pump Station service area exhibits substantial
infiltration/inflow. Based on the 2009 to 2011 flow data, an average of 41,000 gpd passed through
the pump station during dry weather flow periods. The wet weather flow increased to an average of
68,000 gpd.
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Because the sewer service area showed substantial infiltration/inflow, it was evaluated further.
3.14 HALPIN PUMP STATION (PS #13)

The flow data shows that the Halpin Pump Station service area exhibits moderate infiltration/inflow.
The dry weather flows ranged from approximately 5,250 to 6,000 gpd during 2009 to 2011. Wet
weather flows increased between approximately 9,000 to 11,000 gpd.

The actual total flow infiltration increase per day is negligible in comparison with other pump
stations and did not warrant further investigation at this time.

3.15 PAINTER PUMP STATION (PS #14)

The flow data shows that the Painter Pump Station service area exhibits minimal infiltration/inflow.
The dry weather flow averaged approximately 2,000 gpd. Comparatively, the wet weather flow was
approximately 4,000 gpd.

The actual total flow infiltration increase per day is negligible in comparison with other pump
stations and did not warrant further investigation at this time.

3.16 MEADOW PUMP STATION (PS #15)

The flow data shows that the Meadow Pump Station service area exhibits minimal infiltration/inflow.
The dry weather period flows are approximately 2,600 gpd, with an increase of approximately 1,000
gpd during wet weather periods.

Because the sewer service area does not show any substantial infiltration, it was eliminated from
further evaluation.

3.17 SOUTH RIDGE PUMP STATION (PS #16)

The flow data shows that the South Ridge Pump Station service area exhibits moderate
infiltration/inflow. During dry weather periods in the summer and winter, the average flow is
approximately 3,800 gpd. Wet weather flows during the spring increased to approximately 10,000

gpd.

The actual flow infiltration increase per day is negligible in comparison with other pump stations and
did not warrant further investigation at this time.

3.18 BATTELL PUMP STATION (PS #26)
The flow data shows that the Battell Pump Station service area does exhibit substantial
infiltration/inflow. The baseline flow through the Battell Pump Station during dry weather flows was

approximately 33,000 gpd from 2009 to 2011. The flow during that same time period in the spring
averaged 61,000 gpd. Wet weather flow increases ranged from 22,000 to 45,000 gpd.

b e o ____]
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The Town decided that it did not want to look at this service area at this time.
3.19 PUMP STATION SERVICE AREAS RECOMMENDED FOR FURTHER EVALUATION

The following four (4) pump stations exhibit high I/I during the spring and were selected for further
investigation:

. High School Pump Station (PS #1)
. Seminary Pump Station (PS #6)

o Weybridge Pump Station (PS #9)
o Halladay Pump Station (PS #12)

The following two (2) pump stations experienced high infiltration/inflow but were not investigated at
the request of the Town:

¢ Roger Pump Station (PS# 7)
¢ Battell Pump Station (PS# 26)

O —
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SECTION 4 NIGHT-TIME FLOW GAUGING
41 General

Initial meetings were conducted with the operators to identify potential pipe segments and locations
which may receive excessive infiliration. Night-time flow gauging was initially scheduled to be
conducted during the spring and fall of 2012. Due to seasonally low precipitation totals and
exceptionally low seasonal high groundwater, the night-time flow gauging was pushed back until
2013. The night-time flow gauging was performed in the spring of 2013 to insure that flow
measurements were performed during periods of high groundwater flow. In most cases, an
inspection was conducted of each manhole in advance to verify the structure was clean and
suitable for field flow measurement.

On April 11, May 1, and June 6, 2013 between the hours of 11:00 pm and 5:00 am, night-time flow
gauging was performed in manhole structures at “key” locations in the four (4) pump station service
areas. The night-time flow gauging is conducted in the spring when seasonal high groundwater is
typically at its highest. The 1% night was used as a system wide gauging of the priority areas. After
the 1% night-time data was analyzed, the locations for the 2™ and 3™ nights were used to further
define and isolate the areas of excessive infiltration from the 1% night of gauging. Night-time flow
isolation allows for determining the specific reaches of sewer that have excessive infiltration during
periods of low sewage use. The typical design allowance for infiltration of new sewerlines is 300
gallons/inch/diameter/mile/day. For this study, excessive flow is defined as flow that exceeds 1,500
gpd/in-mile.

4.2 1°! Night on April 11, 2013
4.2.1 General

The 1% night of flow gauging was performed on the evening of April 11, 2013 from the hours of
11:00 pm through 5:00 am. Typically, a larger area is covered on the 1% night to eliminate those
areas which do not need further investigation and identify areas that need to be broken down
further on the 2nd night. Nathan Pion from Aldrich + Elliott, PC entered manhole structures and
measured the actual flows using v-notch weirs installed in the inlet pipelines. Assistance with
confined space entry was provided by Paul Lengyel and Dean Rheaume of the Town of Middlebury.
Traffic control was utilized as all manhole structures were in high traffic areas. The flow was
measured at approximately 22 manholes. The gauging locations are shown on Figure No. 3 thru 6
in Appendix A. The measured flow for each location along with the segment flow and infiltration
rate per segment is summarized in Appendix C for the 1% night.

4.2.2 High School Pump Station (PS #1)

Figure No. 3 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

W
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A significant flow rate (1,755 gpd or 5,036 gpd/in-mi) was calculated in the pipe segment
along Buttolph Drive (SMH 0655 to SMH 0659)
A significant flow rate (11,590 gpd or 1,439 gpd/in-mi) was calculated in the pipe segment
along Buttolph Drive (SMH 0659 to the end of Swanage Street/Woodland Park)
A significant flow rate (5,986 gpd or 2,502 gpd/in-mi) was calculated in the pipe segment
near the High School Pump Station (SMH 0693 to SMH 0655)
A significant flow rate (3,090 gpd or 2,450 gpd/in-mi) was calculated in the pipe segment
along Charles Avenue (SMH 0673 to SMH 0677)
A significant flow rate (4,690 gpd or 8,040 gpd/in-mi) was calculated in the pipe segment
near the High School (SMH 0682 to SMH 0681)
A significant flow rate (6,580 gpd or 4,657 gpd/in-mi) was calculated in the pipe segment
near the High School (SMH 0682 to SMH 0673)
Minimal flow was observed in the following pipe segments and these segments were
excluded from further evaluation:

o Buttolph Drive between SMH 0655 and the end of Monroe Street
Buttolph Drive between SMH 0659 and SMH 0644
Charles Avenue between SMH 0673 and SMH 0674
US 7 between SMH 0677 and SMH 0693
US 7 between SMH 0677 and SMH 0647
High School Pump Station between SMH 0682 and SMH 0658
High School Pump Station between SMH 0693 and Overbrook Drive.

0 0O 0 0 0 O©

4.2.3 Seminary Pump Station (PS #6)

Figure No. 4 provides a map of the gauging locations along with the total measured flow; segment
flow and infiltration flow rate. The following is a summary of the flow gauging resuits:

A significant flow rate was calculated along Seminary Street in the following locations:
o 13,460 gpd or 3,045 gpd/in-mi from SMH 06-001 to the end of Forbes Circle
o 1,633 gpd or 12,680 gpd/in-mi from SMH 06-014 to SMH 06-021
o 4,690 gpd or 1,935 gpd/in-mi from SMH 06-014 to Battell Woods Condos
o 12,782 gpd or 6,362 gpd/in-mi from SMH 06-021 to SMH 06-028
A significant flow rate was calculated along Washington Street in the following locations:
o 3,689 gpd or 2,933 gpd/in-mi from SMH 06-039 to the end of Peterson Terrace
o 9,243 gpd or 3,408 gpd/in-mi from SMH 06-039 to SMH 06-044
o 5,798 gpd or 32,707 gpd/in-mi from SMH 06-040 to SMH 06-039
Minimal flow was observed in the following pipe segments and these segments were
excluded from further evaluation:
o Seminary Street between SMH 06-021 to the end of Seminary Street Ext.
o Washington Street between SMH 06-028 to SMH 06-040
o Washington Street between SMH 06-044 to SMH 06-041
o Washington Street SMH 06-040 had an 8” stub with no flow.

L .. T e
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4.2.4 Weybridge Pump Station (PS #9)

Figure No. 5 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

* A significant flow rate (2,975 gpd or 2,550 gpd/in-mi) was calculated in the cross country
pipe segment near Pump Station No. 9 on Weybridge Street (SMH 09-003 to SMH 09-
002W)

e A significant flow rate (1,458 gpd or 1,515 gpd/in-mi) was calculated in the pipe segment
along Weybridge Street (SMH 09-011 to SMH 09-022).

* A significant flow rate (16,280 gpd or 12,158 gpd/in-mi) was calculated in the pipe segment
along Weybridge Street (SMH 09-013 to SMH 09-015).

e Minimal flow was observed in the following pipe segments and these segments were
excluded from further evaluation:

o Pulp Mill Bridge Road between SMH 09-002W and the end of Otter Creek Lane.

Pulp Mill Bridge Road between SMH 09-002W and SMH 09-005W.

Pulp Mill Bridge Road between SMH 09-005W and SMH 09-012W.

Pulp Mill Bridge Road between SMH 09-005W and SMH 09-0013W/(End)

Pulp Mill Bridge Road between SMH 09-005W and SMH 09-006W(End)

Weybridge Street between SMH 09-011 and SMH 09-012

Weybridge Street between SMH 09-011 and SMH 09-013

Weybridge Street between SMH 09-013 and SMH 09-023

O 0O 0O O 0 0 O

4.2.5 Halladay Pump Station (PS #12)

Figure No. 6 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

e A significant flow rate (13,850 gpd or 1,814 gpd/in-mi) was calculated in the pipe segment
along Middle Road South (SMH 12-001 to SMH 12-004)

¢ A significant flow rate (1,050 gpd or 7,700 gpd/in-mi) was calculated in the pipe segment
along US 7 (SMH 12-004 to SMH 12-005).

* A significant flow rate (24,038 gpd or 3,526 gpd/in-mi) was calculated in the pipe segment
along US 7 (SMH 12-004 to an unmarked SMH on the west side of US 7 across from Cady
Road)

» A significant flow rate (2,270 gpd or 8,813 gpd/in-mi) was calculated in the pipe segment
along US 7 (SMH 12-005 to SMH 12-006)

e A significant flow rate (3,839 gpd or 5,067 gpd/in-mi) was calculated in the pipe segment
along Cady Road (Unmarked SMH on the west side of US 7 across from Cady Road to
SMR 12-008)

e Minimal flow was observed in the follow pipe segments and these segments were excluded
from further evaluation:

o Foote Street between SMH 12-005 and SMH 12-007
o Cady Road between SMH 12-008 and SMH 12-010
o Cady Road between SMH 12-008 and SMH 07-67

e e . ]
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o US 7 between unmarked SMH on west side across from Cady Road and SMH 07-66
4.2.6 Summary of 1°' Night and Recommendations for 2" Night

High School Pump Station (PS#1) Service Area

For the High School Pump Station (PS#1) service area, the 1* night of flow gauging resulted in
large areas of excessive infiltration as shown on Figure No. 3. It was recommended that a 2™ night
of flow gauging be conducted in the PS#1 service area to breakdown the following two (2) large
areas into smaller pipe segments:

¢ Buttolph Drive between SMH 0659 and Swanage Street/Woodland Park.
e Monroe Street between SMH 0693 and SMH 0655.

The following areas of excessive infiltration are relatively small and did not to be broken down
further:

e 230 Lf. of sewerline on Buttolph Drive between SMH 0655 and SMH 0659.

e 960 Lf. of sewerline on Charles Avenue between SMH 0673 and 0677

e 385 Lf. of sewerline near the High School Pump Station from SMH 0681 to SMH 0682.
o 835 Lf. of sewerline near the High School Pump Station from SMH 0682 to SMH 0673.

Because these areas of excessive infiltration in the PS#1 service area are relatively small in area,
they were directly recommended for Phase Il sewer system evaluation (TV and manhole
Inspections) without the need to break them down further during the 2™ night. Therefore, the 2™
night of flow gauging was not recommended in these areas of the PS#1 service area.

Seminary Pump Station (PS#6) Service Area

For the Seminary Pump Station (PS#6) service area, the 1% night of flow gauging resulted in some
large areas of excessive infiltration as shown on Figure No. 4. It was recommended that a 2™ night
of flow gauging be conducted in the PS#6 service area to breakdown the following three (3) large
areas into smaller pipe segments:

e Cross country sewerline between Seminary Street Extension (SMH 06-021) and SMH 06-
028 where Peterson Terrace enters the sewerline.

e The sewerline from SMH 06-001 near the pump station going south east along Forbes
Circle, East Road, and Evergreen Lane to the ends of the sewerlines.

e The sewerline along Washington Street from MH 06-039 at the intersection of the northern
leg of Colonial Drive and Peterson Terrace south to the intersection of the southern leg of
Colonial Drive including the southern leg of colonial Drive.

The following areas of excessive infiltration are relatively small and did not to be broken down
further:
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e 85 Lf. of sewerline on Seminary Street from SMH 06-014 to SMH 06-021.

e 1,600 Lf. of sewerline on Seminary Street from SMH 06-14 to the end of the sewerline at
Battell Woods Condominiums.

e 830 If. of sewerline on northern leg of Colonial Drive from the intersection of Washington
Street at SMH 06-039 to the end of the sewerline.

o 117 Lf. of sewerline on Washington Street from SMH 06-039 — SMH 06-040.

Because these areas of excessive infiltration in the PS#6 service area are relatively small in area,
they were directly recommended for Phase Il sewer system evaluation (TV and manhole
Inspections) without the need to break them down further during the 2™ night. Therefore, the 2n
night of flow gauging was not recommended in these areas of the PS#6 service area.

Weybridge Pump Station (PS#9) Service Area

For the Weybridge Pump Station (PS#9) service area, the 1 night of flow gauging results identified
three (3) relatively small areas of sewerline segments with excessive infiltration as shown on Figure
No. 5 including:

e 790 Lf. along Weybridge Street (SMH 09-013 to SMH 09-015) from the intersection of
Morning Drive southeast to the end of the sewer.

e 770 If. of cross country sewer (SMH 09-003 to SMH 09-002W) from PS#9 toward
Weybridge.

e 635 Li. of sewerline (SMH 09-011 to SMH 09-022) behind the homes along the west side of
Weybridge Street from Pulp Mill Road to Morningside Drive.

Because the areas of excessive infiltration in the PS#9 service area are relatively small in area,
they were directly recommended for Phase Il sewer system evaluation (TV and manhole
Inspections) without the need to break them down further during the 2™ night. Therefore, the 2™
night of flow gauging was not recommended in the PS#9 service area.

Halladay Pump Station (PS#12) Service Area

For the Halladay Pump Station (PS#12) service area, the 1% night of flow gauging resulted in two
(2) large areas of excessive infiltration as shown on Figure No. 6 including:

e 2,240 Lf. of sewerline on Middle Road South between SMH 12-001 and SMH 12-003.
e 2000 If. of sewerline on US Route 7/Middle Road South between SMH 12-004 and an
unnumbered manhole at the intersection of US 7 and Cady Road.

There are no manholes to break these areas down further, so a 2" night of flow gauging was not
recommended in these areas. These areas are recommended for Phase |l sewer system evaluation
(TV inspection).

The following areas of excessive infiltration are relatively small and did not need to be broken down
further during the 2nd night:

e ______________________]
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e 90 Lf. of sewerline on US Route 7/Middle Road South between SMH 12-004 and SMH 12-

005.

e 170 If. of sewerline on US Route 7 and Foote Street between SMH 12-005 and SMH 12-
006.

e 500 Lf. of sewerline On US Route 7 and Cady Road between an unnumbered manhole and
SMH 12-008.

Because these areas of excessive infiltration in the PS#12 service area are relatively small in area,
they were directly recommended for Phase Il sewer system evaluation (TV and manhole
Inspections) without the need to break them down further during the 2™ night. Therefore, the 2™
night of flow gauging was not recommended in these areas of the PS#12 service area.

43 2" Night on May 1, 2013
4.3.1 General

Using the infiltration flows estimated from the 1% night, locations for gauging were selected within
PS#1 and PS#6 service areas for the 2™ night on May 1, 2013. Weather and flow conditions had
changed drastically since April 11, 2013. All seasonal thaws had passed and conditions were drier
than typically experienced during this time of year. The Town of Middlebury’s decided to complete
the night-time flow gauging during the spring of 2013, in order to move forward into Phase Il of the
Sewer System Evaluation Study.

Flow gauging for this night was performed at closer intervals to better assess specific locations and
pipe segments. Nathan Pion from Aldrich + Elliott, PC entered manhole structures and measured
the actual flows using v-notch weirs temporarily installed in the inlet pipes. Assistance with
confined space entry was provided by Paul Lengyel and Dean Rheaume of the Town of Middlebury.
The flow was measured at approximately 12 structures on the 2™ night as shown on Figure No. 7
and 8 in Appendix A. It was evident during the second night that the seasonal high groundwater
had rescinded. Flows experienced during the 2™ night of flow gauging in the same locations were
significantly lower than the 1* night. Flow gauging was performed in the High School Pump Station
and Pump Station #6 service areas. This information is summarized in Appendix D and was used
to estimate the infiltration from specific pipe segments.

4.3.2 High School Pump Station (PS #1)

Figure No. 7 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

» A significant flow rate (1,618 gpd or 4,643 gpd/in-mi) was calculated in the pipe segment
along Buttolph Drive ( SMH 0655 to SMH 0659)

» A significant flow rate (7,252 gpd or 14,504 gpd/in-mi) was calculated in the pipe segment
along Buttolph Drive (SMH 0659 to SMH 0701)

L . _____________
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e A significant flow rate (10,530 gpd to SMH 13,934 gpd/in-mi) was calculated in the pipe
segment that flows cross country from Buttolph Drive to US 7 (SMH 0693 to SMH 0655).

e Minimal flow rate was observed in the following pipe segments and these segments were
excluded from further evaluation:

o Buttolph Drive between SMH 0655 and the end of Monroe Street

Buttolph Drive between SMH 0659 and SMH 0644

Swanage Court between SMH 0701 and SMH 0101

Swanage Court between SMH 0701 and SMH 0092

Cross Country between SMH 0690 and SMH 0655

Cross Country between SMH 0690 and SMH 0654

Cross Country between SMH 0693 and Overbrook Drive.

0O 0O 0 0 0 O

4.3.3 Seminary Pump Station (PS #6)

Figure No. 8 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

e A significant flow rate (2,704 gpd or 1,785 gpd/in-mi) was calculated in the pipe segment
along the cross country route to Seminary Street (SMH 06-025 to SMH 06-028)

e A significant flow rate (4,690 gpd or 7,459 gpd/in-mi) was calculated in the pipe segment
along Washington Street (SMH 06-046 to SMH 06-052).

¢ Minimal flow rate was observed in the following pipe segments and these segments were
excluded from further evaluation:

Seminary Street Extension between SMH 06-003 and SMH 06-005

Valley View Drive between SMH 06-005 and Seminary Street.

Valley View Drive between SMH 06-005 and East Road

Valley View Drive between SMH 06-005 and SMH 06-006

Evergreen Lane between SMH 06-007 and SMH 06-011

Evergreen Lane between SMH 06-007 and SMH 06-013

Cross Country Route between SMH 06-028 and SMH 06-029

Cross Country Route between SMH 06-028 and SMH 06-039

Washington Street between SMH 06-039 and SMH 06-048

Washington Street between SMH 06-039 and SMH 06-046

Washington Street between SMH 06-046 and SMH 06-047

o)

0O 00 000 O0OO0OO0OO

4.4 3 Night on June 6, 2013
44.1 General

The 3" night of flow gauging was performed on the evening of June 6, 2013 from the hours of 11:00
pm through 4:00 am to further define areas of excessive infiltration from the 2™ night of flow
gauging. Nathan Pion from Aldrich + Elliott, PC entered manhole structures and measured the
actual flows using v-notch weirs installed in the inlet pipelines. Assistance with confined space
entry was provided by Paul Lengyel and Victor LaBerge of the Town of Middlebury. The flow was
measured at approximately 16 manholes. The gauging locations are shown on Figure No. 9 thru 12

S
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in Appendix A. The measured flow for each location along with the segment flow and infiltration
rate per segment is summarized in Appendix E for the 3" night.

4.4.2 High School Pump Station (PS #1)

Figure No. 9 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

» A significant flow rate (10,428 gpd or 19,118 gpd/in-mi) was calculated in the pipe segment
between Swanage Court and Harrow Way (SMH 0701 to SMH 0092).
* A significant flow rate (2,975 gpd or 2,206 gpd/in-mi) was calculated in the pipe segment
along Swanage Court (SMH 0701 to SMH 0095).
e Minimal flow was observed in the following pipe segments and these segments were
excluded from further evaluation:
o Harrow Way between SMH 0092 and SMH 0094.
o Harrow Way between SMH 0092 to the end of Heritage Circle.
o Woodland Park between SMH 0095 and SMH 0101.

4.4.3 Seminary Pump Station (PS #6)

Figure No. 10 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

» A significant flow rate (11,520 gpd or 2,765 gpd/in-mi) was calculated in the pipe segment
along Washington Street Cross Country (SMH 06-028 to the end of Washington Street).
o - Areas of excessive infiltration upstream had been determined in the 2" night.
* A significant flow rate (1,326 gpd or 2,188 gpd/in-mi) was calculated in the cross country
pipe segment along Washington Street Cross Country.
e Minimal flow was observed in the following pipe segments and these segments were
excluded from further evaluation:
o Seminary Street Extension between SMH 06-001 and SMH 06-005.
Valley View Drive between SMH 06-005 and Seminary Street.
Valley View Drive between SMH 06-005 and East Road.
Valley View Drive between SMH 06-005 and SMH 06-007.
Evergreen Lane between SMH 06-007 and SMH 06-013.
Evergreen Lane between SMH 06-007 and SMH 06-011.
Seminary Street Cross Country between SMH 06-021 and SMH 06-026.
Seminary Street Extension between SMH 06-021 and SMH 06-023.
Washington Street Cross Country between SMH 06-026 and SMH 06-028.
Washington Street Cross Country between SMH 06-026 and Washington Street.
Peterson Terrace between SMH 06-030 and SMH 06-036.
Peterson Terrace between SMH 06-030 and SMH 05-029.

0 0O 0O 0O 00O O0OO0OO0O O0O
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4.4.4 Weybridge Pump Station (PS #9)

Figure No. 11 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

e Minimal flow was observed in the following pipe segments and these segments were
excluded from further evaluation:
o Pulp Mill Bridge Road between 09-001W to the end of Pulp Mill Bridge Road.

4.4.5 Halladay Pump Station (PS #12)

Figure No. 12 provides a map of the gauging locations along with the total measured flow, segment
flow and infiltration flow rate. The following is a summary of the flow gauging results:

¢ A significant flow rate (16,250 gpd or 6,600 gpd/in-mi) was calculated in the pipe segment
along Middle Road South (SMH 12-001 to Unmarked #1, which is located at the intersection
of Middle Road South and Halladay Road).
¢ A significant flow rate (14,400 gpd or 2,289 gpd/in-mi) was calculated in the pipe segment
along US 7 (Unmarked #3, which is located at the intersection of US 7 and Cady Road, to
the end of US 7 South).
e Minimal flow was observed in the follow pipe segments and these segments were excluded
from further evaluation:
o Middle Road South between Unmarked #1, which is located at the intersection of
Middle Road South and Halladay Road, and SMH 12-004.
o US 7 between SMH 12-004 and SMH 12-005.
o US 7 between SMH 12-004 and Unmarked #2, which is located at the intersection of
US 7 and a private road that connects to Lower Foote Street.
o US 7 between Unmarked #2 and Unmarked #3, which is located at the intersection
of US 7 and Cady Road, to the end of US 7 South.
o US 7 between Unmarked #3 and end of Cady Road.

4.5 Summary of Areas of Excessive Infiltration

The estimated infiltration flows from the 1%, 2™, and 3™ night of flow gauging were used to prioritize
areas with excessive infiltration. In Table 4.1, these areas are listed by priority with the unit flow
and location. Several areas are identified with excessive flows. In some cases, the excessive flow
is located at the manholes, but in other locations the flow is contributed from the pipelines, or sewer
services. This information can used to determine the need for further evaluation of specific
locations and pipe segments under a Phase Il investigation. This work could include additional flow
gauging, television inspections, or other investigative methods. Any unit flow greater than 1,500
gal/day/in-mile is considered excessive. For new construction, an allowance of 300 gal/day/in-mile
is assumed.
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Table 4.1

Summary of Areas with Excessive Infiltration

Segment
Pipe | Infiltration
Priority Service Areas/ Segment Location | Length Flow Unit Flow
Ranking Street (feet) (gpd) (gpd/in/mi)
1 PS#9- Weybridge St 09-013/09-015 400 16,280 12,158
2 PS#1 — Woodland Park | 0701/ 0092 360 10,428 19,118
3 PS#9- Cross Country 09-003 / 09-001W 635 2,975 2,550
4 PS#1- Monroe St. CC 0693 / 0690 590 10,530 13,934
5 PS#12- Middle Rd S 12-001 / Unmarked #1 650 16,250 6,600
6 PS#6- Seminary St. Ext. | 06-021/06-028
Cross Country 1,326 12,782 6,362
7 PS#6- Washington St. 06-040 / 06-039 117 5,798 32,707
8 PS#1- Buttolph Dr. 0659 / 0701 330 7,252 14,504
9 PS#6- Seminary St. Ext. | 06-014 / 06-021 85 1,633 12,680
10 PS#1- HS Area 0682 / 0681 385 4,690 8,040
1 PS#6- Colonial Drive S. | 06-046 / 06-052 415 4,690 7,459
12 PS#12- RT 7/Cady Rd. Unnumbered / 12-008 500 3,839 5,067
13 PS#1- HS Area 0682/ 0673 835 6,580 4,657
14 PS#1- Charles Ave 0673 /0677 960 3,090 2,450
15 PS#12- RT 7/Foote St 12-005/ 12-006 170 2,270 8,813
16 PS#1 — Buttolph Drive 0655 / 0659 230 1,755 5,036
17 PS#12- RT 7/Middle Rd. | 12-004 / 12-005 90 1,050 7,700
18 PS#6- Colonial Drive 06-039 / 06-051 830 3,689 2,933
19 PS#12- Middle Rd S Unmarked #3 / End of
us7z 2,520 14,400 2,289

20 PS#1 —Woodland Park | 0701 / 0095 890 2,975 2,206
21 PS#6- Peterson Terr. 06-028 / 06-029 540 1,326 2,188
22 PS#6- Seminary St. Ext. | 06-014/ 06-024 1,600 4,690 1,935
23 PS#9- Weybridge St 09-011/09-022 635 1,458 1,515

Totals

15,093 [ e
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SECTION 5 EXCHANGE STREET MANHOLE INSPECTIONS
5.1 GENERAL

A day of manhole inspections was performed on December 20, 2012 for the manholes along the
Exchange Street trunk sewer from the Cabot connection to the intersection of Seymour Street. The
manhole inspections were performed during favorable weather conditions to observe and document
the physical condition of the manholes. Kevin Camara of Aldrich + Elliott, PC performed the
inspections with the assistance of Paul Lengyel and Dan Rheaume of the Town of Middlebury. A
total of fourteen (14) structures were observed. Figure No. 9 in Appendix A shows the location of
area and manholes inspected. '

5.2 RESULTS OF MANHOLE INSPECTIONS

For each manhole inspected, a “Manhole Observation Sheet” was prepared in the field. Copies of
the Manhole Observation Sheets are provided in Appendix F. The results of the manhole
inspections are summarized in Table 5.1.

Table 5.1
Resulits of Manhole Inspections
Exchange Street Trunk Sewer

Manhole Infiltration
ID Location Observed Observations
0395 Edge RR/Cross Yes e Significant bacterial slime growth on walls.
Country e Minor deterioration and spalling of
concrete walls.
¢ Minor roots on wall.
e 4” of grit in invert.
e Infiltration (5 gpm) 8” inlet pipe from west
and manhole joint.
¢ Hole in concrete wall.
0398 Edge RR/Cross No e No invert. Cleanout in center of 14" PE
Country Champlain PS pipe does not provide good access for
CC maintenance/cleaning.
e Minor deterioration and spalling of
concrete walls.

R
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Table 5.1
Results of Manhole Inspections
Exchange Street Trunk Sewer

(Continued)

Manhole Infiltration
ID Location Observed Observations
0399 Edge RR/Cross Yes 14” PE slip line inlet pipe is pushed in too
Country far which is restricting flow.
14” PE slip line inlet pipe is pinched to ¥
dia. which is also restricting flow.
Significant bacterial slime growth on walls.
Minor deterioration and spalling of
concrete walls.
Minor roots on wall.
Grade stakes and rags stuck in outlet pipe.
Infiltration (3 gpm) at inlet pipe connection.
0400 Edge RR/Cross Yes 14” PE slip line inlet pipe pushed in too far
Country US 7 CC which is restricting flow.
Significant bacterial slime growth on walls.
Minor deterioration and spalling of
concrete walls.
Cracks around MH riser joints.
Minor roots on wall.
Grade stakes and rags stuck in outlet pipe.
Minor infiltration (weeps) at riser joints.
0403 Edge RR/Cross No No invert. Cleanout with valve in 14" PE
Country pipe does not provide good access for
maintenance/cleaning. Valve not working.
Minor deterioration and spalling of
concrete walls.
0405 Edge RR/Cross No Frame is pushed over 6” and mortar is
Country cracked.
No invert. Cleanout in center of 14" PE
pipe does not provide good access for
maintenance/cleaning.
Minor deterioration and spalling of
concrete walls.
0406 Edge RR/Cross Yes No invert. Cleanout in center of 14" PE
Country pipe does not provide good access for
maintenance/cleaning.
Minor deterioration and spalling of
concrete walls.
Minor infiltration (weeps) at riser joints.
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Table 5.1
Results of Manhole Inspections

Exchange Street Trunk Sewer
(Continued)

Country

Manhole Infiltration
ID Location Observed Observations
0407 Edge RR/Cross Yes Cut open top portion of 14” PE pipe does
Country not provide good access  for
maintenance/cleaning.
Minor deterioration and spalling of
concrete walls.
Minor infiltration (weeps) at riser joints.
0420 Edge RR/Cross Yes 14” PE slip line outlet pipe pushed in too
Country far which is restricting flow.
Minor bacterial slime growth on walls.
Minor deterioration and spalling of
concrete walls.
Minor infiltration (weeps) at riser joints.
0421 Edge RR/Cross Yes Minor bacterial slime growth on walls.
Country Minor deterioration and spalling of
concrete walls.
Minor root growth on walls.
Significant infiltration (10 gpm) between
outer pipe and slip line pipe.
Invert 1/4 full of grit and needs to be
cleaned.
0759 Edge RR/Cross No Manhole wall covered in bacterial slime
Country growth.
Minor spalling of concrete walls.
Invert 1/2 full of grit and needs to be
cleaned.
0759A Edge RR/Cross Yes Manhole wall covered in bacterial slime

growth.

Minor spalling of concrete walls.
Significant root growth on walls.

Invert and shelf deteriorated, concrete
spalling and significant slime growth.
Infiltration (<1 gpm) at inlet 12" pipe
connection.
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Table 5.1
Results of Manhole inspections
Exchange Street Trunk Sewer

(Continued)
Manhole Infiltration
ID Location Observed Observations
0780 Edge RR/Cross Yes e Manhole wall covered in bacterial slime
Country growth.

* Invert deteriorated, concrete spalling and
significant slime growth.

e Minor infiltration (weeping) at inlet and
outlet pipe connections and base/riser

joint.
0780A Edge RR/Cross Yes e Manhole wall covered in bacterial slime
Country growth.

e Invert deteriorated, concrete spalling and
significant slime growth.

¢ Hole in manhole wall.

e Infiltration (5 gpm) through hole in wall and
under frame

%
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SECTION 6 MAIN PUMP STATION CAPACITY EVALUATION
6.1 GENERAL

The Main Pump Station is located at the end of Lucius Shaw Lane at the site of the former WWTF.
This pump station conveys the wastewater through a forcemain to the wastewater treatment facility
(WWTF) located at the end of Industrial Avenue for treatment prior to discharge to the Otter Creek.

In 2010 the Town completed an upgrade to the Main Pump Station which added an expanded wet
well and grit removal facilities to reduce overflows at the station to be in compliance with the State
of Vermont CSO Control Policy and to reduce the amount of grit accumulating in the forcemain.

The pumps were originally designed to discharge up to 6.2 mgd with two (2) pumps running. The
operators indicated that the 6.2 mgd was achieved during the first few years of operations, but a
steady decrease was observed after. This section studies the actual capacity of the pumps and
alternatives to regain the existing capacity.

The forcemain is approximately 11,772 feet long and consists of 172 Lf. of 16” DI, 600 Lf. of 18" DI,
and 11,000 Lf. of 18” PVC pipe. There are six (6) high points with air release/vacuum valves. There
are five (5) low points which have blow off valves.

The pumps are variable speed 150 hp vertical centrifugal pumps. Each pump is designed for 2,250
gpm at 157 ft TDH. There is a flow metering manhole near the pump station with a magnetic flow
meter. There are two (2) wet wells. One (1) with 15,000 gallon capacity and the other with 180,000
gallons of capacity.

6.2 PUMP CAPACITY TESTING
6.2.1 1% Round - August 29, 2012

Pump drawdown tests were performed at the Middlebury Main Pump Station on August 29, 2012 to
document the pumping capacity of the existing pumps. Kevin Camara from A+E and Bob Wells and
Jerry Skira from the Town were on-site to monitor and document the results of the pump test.

The actual pumping rates were field verified for each individual pump, two (2) pumps running with
the flow meter manhole bypassed, and all three (3) pumps running. The pump(s) were each run at
high speed (60 hz) to estimate the maximum capacity. The original wet well along with the
surcharging in two (2) manholes and the 24" pipeline to the new wet well were used for the
drawdown while incoming flow was stored in the new wet well. This test was performed so that the
incoming flow did not impact the drawdown test results. Table 6.1 provides a summary of the
testing results.
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Table 6.1
Pump Drawdown Testing Result Summary

Drawdown Result Flow Meter Reading Flowmeter
Percent
Description GPM MGD GPM MGD Error
Pump 1- High Speed 2,687 3.87 2,166 3.12 -20.9%
Pump 2- High Speed 2,544 3.66 2,126 3.06 -16.4%
Pump 3- High Speed 2,516 3.62 2,122 3.06 -15.6%
Pump 1 & 2- High Speed 3,551 5.11 3,000 4.32 -15.5%
Pump 1 & 3- High Speed 3,564 5.13 3,060 4.41 -14.1%
Pump 1 & 3- High Speed w/ 3,735 5.38 - - -
Flow Meter Manhole Bypassed
Pump 1, 2 & 3- High Speed 3,918 5.64 3,426 4,93 -12.5%
:l'otes. With the flow metering manhole bypassed, there is no flow meter reading available.

Sketches of the wet well are provided in Appendix G. Wet well drawdown volume calculations are
provided in Appendix H. Pump Capacity calculations from the 1% round of drawdown testing are
provided in Appendix I.

6.2.2 2" Round- October 11, 2012

A second round of pump drawdown and forcemain testing was performed at the Middlebury Main
Pump Station on October 11, 2012 to document the operating pressures and evaluate the flows
compared to the original pump curves. Kevin Camara from A+E and Bob Wells and Jerry Skira from
the Town were on-site to monitor and document the results of the pump test.

The static pressure of the forcemain was measured to be 30 psi (69 feet). With one (1) pump
running'at high speed, the drawdown calculated flow rate was 2,479 gpm and the system pressure
was measured to be 55 psi (127 feet). The magnetic flow meter was reading 2,122 gpm which was
off by approximately -14.4%. When plotting the calculated flow rate and system pressure on the
pump curve, the pump appears to be pumping well below what it should be. As shown on the
attached pump curve, at a Total Dynamic Head (TDH) of 127 feet, the pump should be pumping
approximately 2,800 gpd. See Appendix J for the 2™ round pump drawdown calculations and the
pump system curve.

6.2.3 Forcemain Headloss

The TDH for the system was estimated based on the measured static pressure and the calculated
friction head loss. The friction head loss was calculated based on the measured flow rate, pipe
diameters, pipe lengths, losses through fittings, and the estimated C factor for the types of pipe
installed and current age. The expected C factor for twelve (12) year old pipe is 140 for PVC and
120 for ductile iron.

The estimated TDH based on calculated conditions and estimated C factors is 105 feet for 2,479

gpm. The calculated TDH is lower than the actual measured system pressure of 127 feet.
Therefore, there is it is possible that something in the forcemain is causing a higher system
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pressure. We then lowered the C Factor to match the measured system pressure of 127 feet; the
resulting C factors are 111 for PVC and 91 for ductile iron. See Appendix K for forcemain headloss
and system curve calculations.

These are very low numbers for this age and type of pipe which suggests that accumulated grit in
the forcemain may be causing the higher system pressure. It was recommended that the Town
pursue pricing for pigging of the forcemain.

6.3 FORCEMAIN PIGGING

Force main cleaning typically includes running a manufactured polypropylene “pigging” device
through the line and long force mains are typically equipped with “pig” insertion and retrieval
stations. The Main Pump Station forcemain does not have a pig insertion or retrieval station.

The Town contacted Richard Berthiaume, General Manager of Eastern Pipe Services to review the
Town’s Main Pump Station and forcemain and provide technical recommendations and budgetary
pricing for pigging the forcemain using standard poly pigging operations. A site visit was conducted
on January 16, 2013 to look at the pump station, forcemain access points and the receiving facilities
at the WWTF.

It was determined that the several existing conditions limit the ability to pig the forcemain using
standard poly pig techniques without the high likelihood that the pig would get stuck or that there
would be enough storage capacity for pigging operations. These limitations include:

. No pig insertion or retrieval stations.

. Two (2) 90° bends at the WWTF.

. Two (2) wyes in the forcemain with straight runs against closed valves.

. Change in pipe size from 16” to 18”.

. Volume of fluid needed for pigging vs. the volume of wet well storage available before
overflow.

It was determined that pigging the forcemain by standard poly pig techniques was not viable for the
Town.

The Town then contacted Utility Service from Bow, NH to provide technical recommendations and
pricing for ice pigging of the forcemain. Ice pigging is an innovative/alternative method of pigging
forcemains. lce pigging combines the operational advantages of flushing with the cleaning impact of
soft pigging. The Ice Pig is a semi-solid that is pumped like a liquid and flows through changes in
diameter, bends and fittings without blockage. Ice pigging has a minimum impact on operations.
The ice pig is simply pumped into the system and either melts in the pipe or is recovered at the
WWTF without excavation.

A site visit was conducted with Scott Kelley of Utility Service on February 8, 2013. A second site
visit was conducted with Paul Treloar, Operations Manager of Utility Service on March 20, 2013. On
March 26, 2013, Utility Service provided the Town with a cost of $108,000 for pigging of the
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forcemain using the ice pigging technology. On May 26, 2013, Utility Service provided the Town
with per day cost for ice pigging which is $36,000 for the 1° three (3) days and $12,000 per day if
operations are conducted or $6,000 per day if cancelled early. See Appendix L for the cost proposal
and technical information for ice pigging.
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SECTION 7 RECOMMENDED PLAN
71 GENERAL
This section includes the recommendations for:

. Phase Il Sewer System evaluation study areas
. Exchange Street trunk sewer manhole improvements
. Pigging of the Main Pump Station Forcemain

7.2 PHASE Il SEWER SYSTEM EVALUATION STUDY AREAS

The results of the night-time flow gauging and Exchange Street trunk sewer manhole inspection
were used to develop the recommendations for the Middlebury wastewater collection system to
reduce infiltration/inflow. This section provides information on the recommended approach
including:

. Phase Il Sewer System Evaluation Study including areas of recommended internal TV
inspection and manhole inspections.
. Areas of recommended manhole rehabilitation.

It is recommended that a Phase Il Sewer System Evaluation be performed on the pipeline
segments which were identified as contributing excessive infiltration. A summary of these pipeline
segments is provided in priority on Table 7.1.

Refer to the following figures for maps of the areas recommended for Phase II- Sewer System
Evaluation:

. High School Pump Station (PS #1)- Figure No. 14
. Seminary Pump Station (PS #6)- Figure No. 15

o Weybridge Pump Station (PS #9)- Figure No. 16
. Halladay Pump Station (PS #12)- Figure No. 17

The Phase Il evaluation includes light flushing and internal pipeline television inspection along with
manhole inspections of all manholes along those segments. Recommending specific improvements
at this time is difficult and not cost effective without gathering additional information and internally
inspecting the pipelines in the areas of excessive infiltration. Complete pipe replacement in these
areas is not always cost effective and may not be necessary in some pipe segments. Other types of
pipeline rehabilitation methods used can be as effective in correcting the infiltration problems.
Viewing the interior of each pipeline allows observation and analysis of each pipe joint to better
identify the problem areas.

Flushing and television inspection is recommended on the pipelines which are contributing
excessive infiltration listed in priority as shown in Table 7.1. There is approximately 15,500 lineal
feet of gravity sewerline recommended for flushing and TV inspection. Flushing of the pipeline is
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recommended prior to the TV inspection because clean pipelines greatly improve the quality of the
video and the accuracy of the information. The light flushing and TV inspection typically costs
approximately $2.00 per linear foot of pipeline which would make the total cost of flushing and TV
inspection approximately $31,000.

Table 7.1
Areas Recommended for Phase II- Sewer System Evaluation Summary of Areas with
Excessive Infiltration

Pipe
Priority Service Areas/ Length
Ranking Street Segment Location (feet)
1 PS#9- Weybridge St 09-013/09-015 400
2 PS#1 — Woodland Park 0701 /0092 360
3 PS#9- Cross Country 09-003 / 09-001W 635
4 PS#1- Monroe St. CC 0693 / 0690 590
5 PS#12- Middle Rd S 12-001 / Unmarked #1 650
6 PS#6- Seminary St. Ext. CC 06-021 / 06-028 1,326
7 PS#6- Washington St. 06-040 / 06-039 117
8 PS#1- Buttolph Dr. 0659 / 0701 330
9 PS#6- Seminary St. Ext. 06-014 / 06-021 85
10 PS#1- HS Area 0682 / 0681 385
11 PS#6- Colonial Drive S. 06-046 / 06-052 415
12 PS#12- RT 7/Cady Rd. Unnumbered / 12-008 500
13 PS#1- HS Area 0682 / 0673 835
14 PS#1- Charles Ave 0673 /0677 960
15 PS#12- RT 7/Foote St 12-005 / 12-006 170
16 PS#1 — Buttolph Drive 0655 / 0659 230
17 PS#12- RT 7/Middle Rd. 12-004 / 12-005 90
18 PS#6- Colonial Drive 06-039 / 06-051 830
19 PS#12- Middle Rd S Unmarked #3 / End of US 7 2,520
20 PS#1 — Woodland Park 0701/ 0095 890
21 PS#6- Peterson Terr. 06-028 / 06-029 540
22 PS#6- Seminary St. Ext. 06-014 / 06-024 1,600
23 PS#9- Weybridge St 09-011/09-022 635
Totals 15,093

After completion of the TV inspection, the logs and tapes can be reviewed to perform a detailed
assessment of the problem areas. Various improvements can then be evaluated for the deficient
areas to perform a cost effective analysis of different types of repair and rehabilitation methods.
Costs for the recommended improvements can then be provided.

After manhole inspections are completed of all the manholes in the areas of excessive infiltration
listed in Table 7.1, a complete list of manhole deficiencies, recommended rehabilitation and costs
can be performed.
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7.3 EXCHANGE STREET TRUNK SEWER MANHOLE IMPROVEMENTS

Specific improvements for the Exchange Street trunk sewer manholes which were inspected are

summarized in Table 7.2.

Table 7.2
Recommended Manhole Improvements
Exchange Street Trunk Sewer

Manhole
No.

Priority

Location

Recommended Repairs

1 0421

Cross
Country-
Seymour
Street/Railroad

Chemical grout between outer pipe and slip
line pipe to remove infiltration.

Remove root growth on walls.

Remove excessive grit from invert.

2 0780A

Edge RR

Chemical grout hole in wall to
infiltration.

Remove, remortar and reset frame/cover to
remove infiltration.

remove

3 0395

Edge RR

Chemical grout 8” inlet pipe and manhole joint
to remove infiltration
Chemical grout hole
infiltration.

Remove root growth on walls.

in wall to remove

4 0399

Edge RR

Cut back protruding 14” PE inlet pipe causing
restricted flow.

Chemical grout between outer pipe and slip
line pipe to remove infiltration.

Remove root growth on walls.

Remove grade stakes and rags stuck in outlet

pipe.

5 0400

Edge RR

Cut back protruding 14” PE inlet pipe causing
restricted flow.

6 0420

Edge RR

Cut back protruding 14” PE outlet pipe causing
restricted flow.
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Table 7.2
Recommended Manhole Improvements
Exchange Street Trunk Sewer
(Continued)

Priority Manhole Location Recommended Repairs
No. ,
7 0405 Edge RR e Remove, remortar and reset frame/cover
e Remove straight through 14" PE pipe and

cleanout. Provide an invert for proper

maintenance.
8 0403 Edge RR e Remove straight through 14" PE pipe and
cleanout. Provide an invert for proper
maintenance.
9 0406 Edge RR e Remove straight through 14" PE pipe and
cleanout. Provide an invert for proper
maintenance.
10 0407 Edge RR ¢ Remove partially cut open straight through 14"
PE pipe and cleanout. Provide an invert for
proper maintenance.
11 0398 Edge RR e Remove straight through 14" PE pipe and
cleanout. Provide an invert for proper
maintenance.

12 0759A Cross e Chemical grout 12" inlet pipe to remove
Country-RR to infiltration.
Cabot e Remove root growth on walls.

13 0759 Edge RR e Remove excessive grit from invert.

74  MAIN PUMPING STATION PUMPING CAPACITY

It is recommended that the Town clean 11,772 |f. of forcemain serving the Main Pump Station by
ice pigging. The cost of ice pigging is approximately $180,000.
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Figure No. 9
High School Pump Station
3rd Night I/l Flow Gauging - 6/6/13
Sewer System Evaluation Study- Phase |

Town of Middlebury, Vermont

3,032 GPD TOTAL 1 ® % <57GPDTOTAL SN {
| 3,032 GPD SEGMENT <57 GPD SEGMENT (N 2
1,220 GPD/IN-MI <57 GPD/IN-MI s ’\% .}
e SRS L Y (3
b7 =" -~ A , :
;;-' o = o) b 3 .
O oesz .\" — “:_L_ ; PRt ;‘ :;
UT e = <57 GPD TOTAL | | S AR i
19450 Gl;"D TOTAL A W o 4¥F31 <567 GPD SEGMENT & : )
) A o <114 GPD/IN-MI ;
10,428 GPD SEGMENT , - > \; R/
19,11'8 GPD/IN-MI ’ . aaalt ,_.L “; P
- . ¥ ' é MHO684 .
~ ; 3 i mure: i, DU
v : b WA ' : .
g Nty 44 LB N T 3,032 GPD TOTAL
PN s / - 2,975 GPD SEGMENT
Legend o Bbt 2,206 GPD/IN-MI  § ‘ l
i i | L™ ¢ § + g
S s 3 R TN YT " i i
r e  Sewer Manholes ) e ; B w7 O c‘;&‘....,,. Aldrich + Elliott
_ ; ’ B uHoss6 M‘___t = ,'1!!‘) : : 0 150 300 600 900 1200 WATER RESOURCE ENGINEERS
Areas_of Excessive_lnfiltration .\ ‘ 3 o "'r X -ty - i ~.r H - ‘h+E-—_IionhPc
S : B Tl “ - ? ceet & Market Place, Suite 2
ewer_Lines — uoces el L ) St Essex Junction, YT 05452




=




& 11520 GPDTOTAL |
i 11,520 GPD SEGMENT 2
2.750 GPD/IN-MI

n 57 GPDTOTAL %
W% § 57 GPD SEGMENT [ 2%
€L %, 30 GPD/IN-MI

W% 57 GPD TOTAL
’v;, 57 GPD SEGMENT
105 GPD/IN-MI

" 0GPD TOTAL
%\ 0 GPD SEGMENT |
0 GPD/IN-MI

13,280 GPD TOTAL B
320 GPD SEGMENT
318 GPD/IN-MI

i .& “' ' 3o
S
m
24 ]
; s
- )

57 GPD TOTAL
0 GPD SEGMENT
0 GPD/IN-MI

{13, 280 GPD TOTAL §
0 GPD SEGMENT §
0 GPD/IN M

0 GPD TOTAL
| 0 GPD SEGMENT
0 GPD/IN-MI

<567 GPD TOTAL

<57 GPD SEGMENT xj‘ 1
<85 GPD/IN-M|

- 0 GPD TOTAL
¥ 0 GPD SEGMENT §
0 GPD/IN-MI

57 GPD TOTAL
57 GPD SEGMENT
68 GPD/IN-MI

p N 0GPD TOTAL
¥4 | 0 GPD SEGMENT
0 GPD/IN-MI

0 GPD TOTAL
GPD SEGMENT
0 GPD/IN-MI

\| h i
A'éc!sh.rf!'isztt* .

—— ﬁ-‘l

Sewer Manholes

Areas_of_Excessive_Infiltration}## Sewer System Evaluation Study- Phase |

L Aldrich + Elliott, PC
& Market Place, Suite 2
Essex Junction, YT 05452

Sewer Llnes

900 1,200 .

Figure No. 10
Pump Station No. 6
3rd Night I/l Flow Gauging - 6/6/13

Town of Middlebury, Vermont
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Figure No. 11
Pump Station No. 9 Area
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